
1 REVISOR 5225.2050

5225.2050 MAXIMUM ALLOWABLE WORKING PRESSURE.

The maximum allowable working pressure for boilers and pressure vessels must not
exceed that determined for those objects in Section I for high pressure boilers, Section IV
for low pressure boilers, or Section VIII for unfired vessels of the American Society of
Mechanical Engineers Boiler and Pressure Vessel Code.

Statutory Authority: MS s 175.171; 183.42; 183.44; 183.465; 183.466; 183.54;
326B.958; 326B.964; 326B.966; 326B.982

History: 19 SR 591; L 2007 c 140 art 9 s 27; art 13 s 4

Published Electronically: February 19, 2009

Copyright ©2009 by the Revisor of Statutes, State of Minnesota. All Rights Reserved.


